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ABSTRACT  
Solar desalination functions to filter water, both sea water and brackish water, to produce clean water that is 
fit for consumption with energy from the sun. Solar energy is a renewable energy source that has been widely 
studied for its use. One of its uses is in a double slope passive solar still where the sun is the main source. 
Energy and exergy obtained from solar energy are not all used to evaporate water in the desalination system, 
so it is necessary to calculate efficiency energy and exergy in the system. This study aims to obtain data on 
the amount of efficiency energy and exergy from the double slope passive solar still as well as the factors 
that affect efficiency energy and exergy. The results showed that energy efficiency was in the range of 
30.20% to 55.15% and exergy efficiency was in the range of 0.93% to 5.36%. The factors that influence the 
amount of energy efficiency and exergy are solar intensity, basin area, basin cover area, amount of water 
produced and ambient temperature. 
Copyright © 2020. Journal of Mechanical Engineering Science and Technology. 
All rights reserved. 
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I.  Introduction  
Water is the most important component in life on earth. All living things need water as 
a source of life, especially for drinking. For humans themselves, the existence of water to 
fulfill their daily needs is very important. The need for clean water in Indonesia is increasing 
every year. The average water requirement for each human being is 125 to 150 liters per day 
to meet needs, such as washing, cooking, bathing, and others [1]. 
Recently, the problem that is often experienced is the lack of availability of clean water 
for consumption or daily needs, especially if it has entered the dry season, many areas lack 
clean water sources, including state-owned water companies that are no longer able to meet 
the clean water needs of their people. When the dry season arrives, the availability of clean 
water is very limited, on the other hand, the high intensity of the sun results in an increase 
in water consumption for drinking. Some well owners with large amounts of water take 
advantage of this opportunity to make a profit by selling water to the community. For people 
who cannot afford water, they only rely on cloudy river water for household needs.  
One of the renewable energy sources is solar energy. Solar energy is the largest source 
found on earth even in the solar system. The use of solar energy as renewable energy can 
reach 57% [2]. Currently the use of solar energy in technology is growing rapidly. Many 
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companies engaged in technology use solar energy as their energy source, including 
automotive manufacturers, power plants and electronic equipment. One of the uses of solar 
energy as an energy source to produce clean water is the desalination system [3]. The basic 
principle of desalination is to evaporate water into condensate. One of the factors that causes 
water to evaporate is by providing heat energy [4][5]. The advantage of the water 
desalination used is that it is able to produce clean water that can be used to meet daily water 
needs such as drinking, cooking, washing and so on. In addition, this desalination tool is 
easy to maintain and can be used in areas that lack clean water with high solar intensity. 
The thermal energy used to evaporate water comes from solar energy through radiant 
heat transfer. In the desalination process, not all of the thermal energy obtained from the sun 
is used to evaporate water into condensate. This is what makes it necessary to know how 
much energy efficiency can be used to evaporate water. The greater the efficiency of energy 
use, the greater the amount of water produced by the desalination system [6]. 
The quality of the energy used to evaporate water into condensate water is called exergy. 
Exergy in a double slope passive solar still shows the amount of energy used to evaporate 
water which is also influenced by the ambient temperature so that the system is in 
equilibrium with its environment. The value of exergy greatly affects the evaporation and 
condensation processes. Exergy efficiency shows the amount of energy that can be converted 
into work/effort to evaporate water into condensate water from the total solar exergy that 
occurs in the system [7]. 
The amount of efficiency energy and exergy in solar desalination devices has been 
studied before, including research conducted by Chandrashekara and Yadav which obtained 
an internal energy efficiency of 57.1% [8], a study conducted by Tiwari and Sahota, showed 
that energy efficiency and exergy efficiency varied between 5.4-54.8% and 0.4-10.7% [9], 
research conducted by Yari, Mazareh, and Mehr with the magnitude of energy efficiency 
and daily exergy efficiency of 6.86% and 16.65% [10] and research conducted by Sahota 
and Tiwari with 37.78% energy efficiency and 4.92% exergy efficiency [11][12]. The 
research conducted has differences with previous studies where the ambient temperature and 
solar intensity are different. Previous research was conducted in India with a higher ambient 
temperature and daytime solar intensity than in Indonesia. 
II. Material and Methods 
The research method used was experimental. The design double slope solar still for 
experiment is shown in Figure 1 and and Figure 2. The basin in the desalination device is 
made of aluminum composite panel with a thickness of 3 mm. The basin is coated with 
Styrofoam and the outside is coated with aluminum foil which prevents heat from escaping 
from the basin. The basin cover is made of clear glass material with a thickness of 3 mm 
with a size of 1 x 1 m. The basin is 2000 mm long and 1000 mm wide. At the bottom of the 
basin a thermocouple is placed to measure the temperature of the water and on the wall of 
the basin a thermocouple is placed to measure the temperature of the water vapor. On the 
glass part, 2 thermocouples are placed on the outside and inside so that the thermocouple 
used in this study is 6. The slope angle of the basin which is covered by glass is 15o at the 
top so that the water is condensate. In Table 1, the dimensions, sizes and symbols used are 
presented. 
The basin position is placed towards sunrise and sunset in order to obtain maximum 
solar intensity. The basin functions as an evaporator where in the basin there is an increase 
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in temperature caused by the basin cover made of clear glass. A thermocouple is installed on 
the inner side of the basin lid or the direction of the sunrise, which measures the temperature 
of the cover, and two thermocouples are installed on the basin lid that is facing west or the 
direction of the sun. In addition to thermocouples, other measuring instruments used are the 
solar intensity sensor and wind speed sensor, each of which is placed beside the basin. Data 
collection time was recorded every 1 hour with data output in MS form. Excel. 
Table 1. Dimensions, sizes, and symbols 
Symbol Value Symbol Value 
Ab 1,932 m x 1 m αg 0,05 
Kg 0,78 (W/moC) αb 0,8 
Lg 0,003 m αw 0,6 
Ki 0,039 (W/moC) ∈w 0,95 
Li 0,02 m ∈g 0,95 
θ 15o σ 5,67 x 10-8 (W/m2K4) 
x 0,2595 AgE 1 m x 1 m 
Mw 38,640 Kg AgW 1 m x 1 m 
Fig. 1. Design double slope solar still 
Data collection was carried out from 08.00 am to 06.00 pm. At the beginning of data 
collection, water is entered into the basin until it reaches a height of 0.02 m by looking at the 
control glass on the side of the basin, then begins to record the initial temperature of the 
water, basin cover, ambient temperature, wind speed, solar intensity and temperature in the 
basin. . Beside the basin there is a reservoir that holds seawater and is used when the water 
in the basin decreases by opening the shutoff tap. The bottom side of the glass has a groove 
that is made as a place for condensate water to escape to the reservoir under the basin. The 
water in the basin will get heat from the sun through the surface of the cover glass which is 
Condensate 
Storage Cover glass 
1,2,3,4,5,and 6 is 
Thermocouple Sun 
Clean water 
outlet 
Control glass Sea Water 
U U
85  Journal of Mechanical Engineering Science and Technology          ISSN 2580-0817 
Vol. 4, No. 2, November 2020, pp. 82-90 
Saragi & Damanik (Energy and exergy efficiency of double slope passive solar still) 
made to the west and east to get the maximum solar intensity. When the water temperature 
increases, the water will evaporate. The temperature of the glass will be cooler than the 
temperature of the water due to the convection heat transfer between the surface of the cover 
glass and the surrounding air. Moisture condenses and condensate water will stick to the 
inner surface of the cover glass. Because the angle of the glass surface to the basin is made 
15o so that the water will flow into the channel where the water comes out to the water 
reservoir which is below the basin. 
Fig. 2. Double slope solar still 
2.1. Heat Transfer Coefficient 
The calculated heat transfer coefficient is radiation heat transfer coefficient, convection 
heat transfer coefficient and evaporative heat transfer coefficient are stated as follows: 
1) Radiation heat transfer coefficient
Radiation heat transfer coefficient can be calculated using the formula [9][12]:
     546273273 22  giwgiweffrwg TTTTh    .................................................. (1) 
2) Convection heat transfer coefficient
Convection heat transfer coefficient is calculated as follows [9][12]:
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3) Evaporation coefficient
Evaporation coefficient is calculated by the following formula [9][12]:
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4) Desalination water
Desalinated water can be calculated as follows [9][13][14]:
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2.2. Energy and Efficiency Energy 
Hourly of system energy used to obtain distilled water is given as follows [9][11][15]: 
     bgiWwewgWgiEwewgEEnHourly ATThTThE ,   ......................................................... (9) 
and the thermal efficiency per hour can be expressed as follows [9][11][16][17]: 
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2.3. Exergy and Efficiency Exergy 
Exergy value can be obtained by the concept of entropy which is derived from the 
second law of thermodynamics. Exergy efficiency is the ratio of exergy output to exergy 
input, and is stated as follows [9][14] [18]: 
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Where Ts is the sun's temperature 6000 K, whereas for exergy output can be written as 
follows[9][11][14][15]: 
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III. Results and Discussions
Energy and exergy in the desalination system comes from solar energy. Figure 3 shows
a graph of the amount of energy and energy efficiency produced in a double slope passive 
solar still. In the Figure 3, it can be seen that the increase and decrease in energy and energy 
efficiency are directly proportional. On the second day, the energy efficiency used to 
evaporate water in the system was 30.20% of the total energy produced, which was around 
1.23 kWh. In this case, there is about 2.84 kWh of energy not used to get clean water. This 
is because the testing time is only carried out until 06.00 pm so that data is no longer recorded 
after that time. On the fourth day, the total energy generated in the system was 18.89 kWh, 
amounting to 47.85% or only 9.04 kWh of energy used to evaporate water. The fifth day is 
a day where the efficiency of thermal energy used is very high, namely 55.15% of the total 
energy produced of 16.65 kWh. 
Fig. 3. Graph of energy and efficiency energy 
Fig. 4. Graph of exergy and efficiency exergy 
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Figure 4 shows a graph of the exergy and exergy efficiency of a double slope passive 
solar still. From the data obtained, it was found that the exergy value and the lowest exergy 
efficiency occurred on the second day. The exergy efficiency on the second day was 0.93%. 
The magnitude of this exergy efficiency indicates that the energy that can be converted into 
work / business is 0.02 kWh or 0.93% of the total solar exergy that occurs in the system 
during the test time, which is 2.01 kWh. The low energy, exergy, energy efficiency and 
exergy efficiency on the second day are caused by the low solar intensity at that time so that 
the energy and exergy in the system is smaller than the other test days. The exergy efficiency 
on the fifth day was the largest exergy efficiency at the time of testing, which was 5.36%. 
The magnitude of this exergy efficiency shows that the energy that can be converted into 
work / business is 0.52 kWh or 5.36% of the total solar exergy that occurs in the system 
during the test time, which is 9.70 kWh. 
The thermal energy contained in a double slope passive solar still is influenced by the 
radiation heat transfer coefficient, convection, evaporation and the amount of condensate 
water produced during the process. Meanwhile, energy efficiency is strongly influenced by 
the solar intensity, the cross-sectional area of the basin cover and the amount of condensate 
water produced. The magnitude of the exergy value is highly dependent on the ambient 
temperature and the solar intensity and the magnitude of the exergy efficiency value is 
strongly influenced by the area of the basin cover, the solar intensity, the evaporation heat 
transfer coefficient, the water temperature in the basin, and the ambient temperature. To 
increase the efficiency value, what needs to be done is to reduce the surface area of the glass 
or add coolant to the glass surface so that the amount of water produced is greater and the 
efficiency will be even greater. 
IV. Conclusions
The data from the test results show that the amount of energy and energy efficiency
occurring on the second day is the lowest energy and energy efficiency during the test with 
an energy magnitude of 1.23 kWh and an efficiency of 30.20%. On the fourth day, the energy 
produced was the largest at 18.89 kWh, while the largest energy efficiency was on the fifth 
day with an efficiency of 55.15%. The largest exergy in the system occurred on the fifth day 
with a magnitude of 0.52 kWh with an exergy efficiency of 5.36% and the lowest occurred 
on the second day with a magnitude of 2.01 kWh with an exergy efficiency of 0.93%. The 
factors that affect the value of energy and energy efficiency as well as exergy and exergy 
efficiency in a double slope passive solar still are solar intensity, basin area, basin cover area, 
amount of water produced and ambient temperature. 
Nomenclature 
Ab  =  basin area of solar still (m
2) 
AgE =  surface areaof condensingcover of east side of solar still (m
2) 
AgW =  surface area of condensing cover of west side of solar still (m
2) 
hcwg =  convective heat transfer coefficient from water to glass surface (W/m
2 oC) 
hewgE =  evaporative heat transfer coefficient from basefluid to east side glass cover (W/m
2 
oC) 
hewgW =  evaporative heat transfer coefficient from basefluid to west side glass cover 
(W/m2 oC) 
hrwg =  radiative heat transfer coefficient from water to glass surface (W/m
2 oC) 
𝐼(𝑡) = solar intensity (W/m2) 
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ISE =  solar intensity on east side of condensing cover (W/m
2) 
ISW =  solar intensity on west side of condensing cover (W/m
2) 
L =  latent heat of vaporization (J/kg) 
ṀewE =  the results obtained from the eastern system (Kg) 
ṀewW =  the results obtained from the western system (Kg) 
Pgi =  partial pressure at glass (N/m
2) 
Pw =  partial vapor pressure at water surface (N/m
2) 
Ta =  ambient temperature (
oC) 
TgiE =  temperature of inner surface of the east side glass cover (
oC) 
TgiW =  temperature of inner surface of the west side glass cover (
oC) 
Tgi =  temperature of inner surface (
oC) 
Tv = vapor temperature (
oC) 
Tw =  basefluid temperature (
oC) 
Ts =  Sun temperature (
oC) 
σ =  Stephan–Boltzman coefficient (W/m2K4) 
𝜀eff =  effective emissivity 
𝜂th =  Thermal Efficiency (%) 
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